
NOTES: 
1) FOR ACTUAL SIZES AND LOCATIONS OF PIPING AND OTHER CONNECTIONS TO THE HEATER, 

SEE DIMENSIONAL DRAWING. 
2) PIPING TO THE UPPER HEATER HEAD SHOULD BE PROVIDED WITH UNIONS OR FLANGES WHICH ARE LOCATED 

BEYOND THE OUTSIDE DIAMETER OF THE HEAD TO PERMIT REMOVAL OF THE HEAD AND SHELL. 
3) THE CONnROL VALVE SHOULD BE LOCATED S" TO 12" ABOVE THE LOWER HEAD FLANGE. THE PIPING BETWEEN 

THE VALVE AND HEATER CONNECTION SHOULID BE AS SHORT AS POSSIBLE. 
4) REDUCERS, ON THE WATER INLET SIDE, SHOULD BE LOCATED ADJACENT TO THE HEATER. EXPANSION 

FITTINGS. ON THE WATER INLET SIDE. SHOULD BE LOCATED AS FAR AS POSSIBLIE FROM THE HEATER. 
5) CONDENSATE RETURN PIPING SHOULD BE ARRANGED TO PERMIT THE CONDENSATE TO DRAIN FREELY. 

BY GRAVITY, FROM THE LOWER HEATER HEAD. 
S) DRAIN VALVE SHOULD BE PIPED DIRECTLY TO A FLOOR DRAIN. RELIEF VALVE & OVER-TEMP SOLENOID 

VALVE SHOULID BE PIPED VERTICALLY TO A HEIGHT 19" ABOVE THE FLOOR. 
7) HEATERS SHOULD BE PIPED REVERSE RETURN OR BALANCING DEVICES ON THE OUTLETS SHOULD BE 

EMPLOYED. 
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