
 



1. GENERAL 

2. HEATER ELECTRICAL REQUIREMENTS 

Model Voltage Phase 
MOCP 

Amperage 
 

INN 1600 - 2000  
208 V 3 / 60 Hz 20 

380-400 V 3 / 50-60 Hz 15 

460 V 3 / 60 Hz 15 



 

 

Figure 2-2: Electrical Power Panel Internal Components  

3. PROVISIONS FOR SERVICE 

• 

• 

• 

• 

• 



4. WATER HEATER WIRING 

The protected circuit 
and circuit breaker switch must be sized for the amperage values below.   

Diag. Voltage/Phase/Frequency MOCP Wires 

1 208V / 3 / 60 Hz 20 A 4 

2 460V / 3 / 60 Hz 15 A 4 

3 380-400V / 3 / 50-60 Hz 15 A 4 



208 V / 3 / 60 Hz 3 POLE 20 AMP 
CIRCUIT BREAKER 

DISCONNECT SWITCH 
3 POLE 20 AMP 



 

 



5. MULTIPLE UNIT WIRING 

 





 


